
අවම උස -  3.7 m
Mff; Fiwe;j

cauk; - 3.7 kPw;wu;
Minimum height 3.7m

පරතරය - 152mm

Jhuk; - 152 kp.kP

Distance - 152mm

අවමඋස -  45 cm
Mff;Fiwe;j

cauk; - 45 nr.kP

Minimum height - 45 cm

Wi óg¾  0.6

cauk; 0.6 kP.
Height 0.6 m

 m<, óg¾  0.6

mfyk; 0.6 kP
Width 0.6 m

Wi óg¾ 0.8

cauk; 0.8 kP.
Height 0.8m

 m<, óg¾  0.8

mfyk; 0.8 kP
Width 0.8m

විදුලි මනුව
kpd; khdp

Electricity Meter

úIalïNh  = 18mm

tpl;lk;  = 18kp.kP

Diameter = 18mm

L යකඩය
L ,Uk;G

L- Iron

kj fiajd iemhqula ,nd.ekSfï§ f.dvke.s,a, iQodkï l< hq;= iïu; wdldrh

Gjpa Nrit ,izg;G toq;fg;gLk; NghJ fl;llk; jahh; nra;ag;gl Ntz;ba Kiw
Standard Arrangement for Connecting a New Service Connection

Wi óg¾ 1.5

cauk; 1.5 kP
Height 1.5m

Wi óg¾ 1.5

cauk; 1.5 kP
Height 1.5m

බැරතත
Nyhl; tah;
Load wire

බැරතත
Nyhl; tah;
Load wire



30cm

20cm

ඇණ
Mzp
Bolts

idod.;a hlvh
jahu; nra;J nfhz;l
,Uk;G
Metal Structure

wju Wi)ñg¾  3'7
Mff;Fiwe;j
cauk; 3.7 kP.

Minimum height - 3.7m
විදුලි මනුව
kpd; khdp

Electricity Meter

idod.;a hlvh u; D n%elÜgqj ksjfia ì;a;shg iúlsÍu - I

jahh; nra;Jnfhz;l D gpunfl;bid tPl;bd; RtUf;Fg; nghUj;Jjy; - I

D-Bracket Mounted on a Metal Structure Anchored to the Wall - I

idod.;a hlvh u; D n%elÜgqj ksjfia ì;a;shg iúlsÍu II

jahu; nra;J nfhz;l ,Uk;gpd; kPJ D- gpunfl;bid tPl;bd; RtUf;Fg; nghUj;Jjy; II

D-Bracket Mounted on a Metal Structure Anchored to the Wall II

wju Wi)ñg¾  3'7
Mff;Fiwe;j
cauk; 3.7 kP.

Minimum height - 3.7m
විදුලි මනුව
kpd; khdp

Electricity Meter

ì;a;sh
Rth;
Wall

úIalïNh } ññ 16
tpl;lk; 16 kp.kP

16mm diameter

ඇණ
Mzp
Bolts

idod.;a hlvh
jahu; nra;J nfhz;l ,Uk;G

Metal Structure

kj fiajd iemhqula ,nd.ekSfï§ f.dvke.s,a, iqodkï l< hq;= ks¾foaYs; fjk;a l%u

Gjpa Nrit ,izg;G toq;fg;gLk; NghJ fl;llk; jahh; nra;ag;gl Ntz;ba
kw;iwa  Kiw

Recommended Other Arrangements for Connecting a New Service Connection



විදුලි මනුව
kpd; khdp

Electricity Meter

jäïnq ,E,af,a úIalïNh ññ16 l
;õjla úo ;eîu

tbk;Gg; gyifapy; tpl;lk; kp.kP 16
Jisnahd;W nra;jpUj;jy;

Diameter of 16mm hole

ì;a;sh
Rth;
Wall

wekal¾ fnda,aÜ
mq;fh; Nghy;l;

Anchor Bolt

wju Wi )  ñg¾  3'7
Mff;Fiwe;j
cauk; 3.7 kP.

Minimum height - 3.7m

D n%elÜgqj ksjfia ì;a;shg fyda jäïnq ,E,a,g iúlsÍu
D  gpunfl;bid tPl;bd; RtUf;F my;yJ tbk;G gyiff;Fg;

nghUj;Jjy;
D Bracket Mounted on the Wall or Fascia

fldkal%SÜ lKqj yryd isÿrla úo wekal¾ fnda,aÜ tlla oeóu

nfhq;fphPl; J}zpy; Jis nra;J mq;fh; Nghy;l; xd;W ,ly;

Using an Anchor Bolt on a Column

විදුලි මනුව
kpd; khdp

Electricity Meter

I ආකාරය
khjphp I

Method I

II ආකාරය
khjphp II

Method II

wekal¾ fnda,aÜ
md;fh; Nghy;l;

Anchor Bolt
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